A centralized grid-connected photovoltaic (PV) station is a widely adopted method of neutral grounding using resistance, which can potentially make pre-existing protection systems invalid and threaten the safety of power grids. Therefore, studying the fault characteristics of grid-connected PV systems and their impact on power-grid protection is of great importance. Based on an analysis of the grid structure of a grid-connected PV system and of the low-voltage ride-through control characteristics of a photovoltaic power supply, this paper proposes a short-circuit calculation model and a fault-calculation method for this kind of system. With respect to the change of system parameters, particularly the resistance connected to the neutral point, and the possible impact on protective actions, this paper achieves the general rule of short-circuit current characteristics through a simulation, which provides a reference for devising protection configurations.
Introduction
At present, photovoltaic (PV) technology is anticipated to be one of the main candidates playing an important role among the diversity of renewable energy sources. The majority of PV power sources are connected to the public grid, and because of the geographical distribution of solar resources [1] , the centralized connection of large-scale PV power generation to the public grid is an important characteristic of grid-connected PV power stations [2] [3] [4] .
Currently, neutral grounding through resistance is widely used in centralized grid-connected PV power stations, requiring the ability to resolve faults quickly in the presence of a short-circuit ground, which raises new requests for relay protection [5] . Therefore, studying the fault characteristics of grid-connected PV systems and their impact on grid protection is of great significance [6] [7] [8] [9] .
PV power generation is one of the inverter-interfaced distributed generators (IIDGs). The inverter control strategy is usually adopted as an average positive-sequence control (APSC), which improves the power quality of the output current by filtering the double frequency caused by the negative-sequence component [10] . The PV inverter can adjust the output of active and reactive power according to the demands of the power grid, and the PV power station should have a low-voltage ride through (LVRT) operating capacity when the power grid fails [5] . Accordingly, accurate analysis of fault characteristics must depend on studying the influence of the LVRT control strategy.
Much research has been conducted on fault analysis in grids incorporating IIDGs. In [11] , the non-linear characteristics of an IIDG were taken into account, in which the model of an IIDG is equivalent to a constant voltage source in series with changing equivalence impedance, but this study did not give a specific solution to the equivalent impedance. A short-circuit current source model has been employed to provide reactive power support for a current-controlled three-phase IIDG [12] . The IIDG is assumed to produce positive-sequence current, and then the power fluctuation caused by the negative-sequence component is deliberately ignored, which limits the application of this model to the failure analysis of a single IIDG. A unified formula for sequence currents was proposed to adjust the IIDG operating features during grid failures [13] . Fault models of a three-phase three-leg inverter-based active/reactive power (PQ) controlled IIDG was developed in [14] . An inverter-based PQ-controlled IIDG, which is a group of controlled current sources, can reflect the various fault responses of a PQ-controlled IIDG under different control strategies by adjusting the parameters of the model. These studies, however, have not yet considered the interaction between the IIDG and networks, so they cannot provide a solution to short-circuit currents in a distribution grid with multiple IIDGs.
The fault characteristics of IIDGs were analyzed using simulations in [15, 16] . In [17] , the characteristics of the fault currents of IIDGs caused by both symmetrical and asymmetrical faults indicate that different limiters have considerable impacts on the fault response of IIDGs, and detailed research has been carried out to identify these effects in this paper. However, the time-domain simulation method can only be analyzed for specific line parameters, and cannot obtain the general rules for the ways in which the fault current is affected by different factors such as the access location of an IIDG, operation mode, fault point location, etc.
In the last few years, researchers have mainly focused on the distribution network with small-capacity IIDGs. However, few efforts have been made to build a model of multiple large-capacity PV power plants, and there is no fault analysis model for collector lines in a PV power station. A comprehensive protection plan for a grid-connected PV system should not only care about the tie-lines, but also consider the collector lines, in order to study the cooperative relationship between the two parts. In addition, due to the appearance of neutral grounding by resistance, relevant research on grid-connected PV power stations related to it is still lacking, and the zero-sequence networks vary especially in the choice of different neutral grounding methods. Furthermore, the study of a zero-sequence network is key to ground fault protection.
This paper proposes a short-circuit calculation model for a grid-connected PV power station with neutral grounding resistance and a fault-calculation method suitable for this system, which enables research on the relationship of fault current changes with system parameters, especially the neutral grounding resistance. It provides a reference for devising subsequent protection configurations. Figure 1 shows the typical topology of a grid-connected PV power station with neutral grounding resistance. The 0.5-MW grid-connected PV inverter is widely adopted in a grid-connected PV power station, and two PV inverters are connected to the low-voltage side of a box transformer in parallel, which forms a 1-MW PV generation unit, as shown in Figure 1 . Each collector line consists of 10 1-MW PV generation units, which are connected by cables (labeled Zc1-Zc10 in the figure) in the The 0.5-MW grid-connected PV inverter is widely adopted in a grid-connected PV power station, and two PV inverters are connected to the low-voltage side of a box transformer in parallel, which forms a 1-MW PV generation unit, as shown in Figure 1 . Each collector line consists of 10 1-MW PV generation units, which are connected by cables (labeled Zc1-Zc10 in the figure) in the series structure and deliver to a 35-kV convergence bus (labeled N).
Fault-Calculation Model of Grid-Connected PV Station with Neutral Grounding Resistance

Structure of Grid-Connected PV Power Station with Neutral Grounding Resistance
The capacity of a grid-connected PV power station is usually multiples of 10 MW; different capacities mean different collector lines. In general, PV stations below 30 MW will normally be sent to the nearest booster station through a 35-kV tie-line. A larger-capacity photovoltaic station, limited by the power of a 35-kV transmission line, will build the booster station on-site. The 35-kV convergence bus is directly connected to the low-pressure side of the step-up transformer. In this case, Z L35 = 0.
For the system power supply side, the system impedance in a 110-kV system is Z S110 , the ratio of step-up transformer T1 is 110/35/10 kV, the connection mode is Yg/yn/d, and the neutral point on the 35-kV side is grounded by a resistance Rg. Another common connection mode of T1 is Yg/d, with a ratio of 110/35 kV; in this case, since there is no neutral point for the 35-kV side due to the triangle connection, a neutral point would be created from the grounding transformer (designated Tg) and then grounded through a resistance.
Fault-Calculation Model of Tie-Line
Given that the power-generation units are highly consistent in the same PV power station and the light intensity upon and temperature of the PV cells are substantially the same, then the following assumptions that meet the engineering requirements can be made: (1) all the parameters of the power generation units are the same, respectively; and (2) the power generated from each generation unit, at all times, are the same.
Based on the previous assumptions, when a fault occurs outside the PV station, the entire PV power station is equivalent to a large-capacity PV power supply.
It is noteworthy that ensuring the same power production is impossible. Partial shading (which is caused by clouding, dust, leaves, surrounding trees or buildings, or even different inverter operations) triggers the activation of bypass diodes, which could severely reduce PV power production [18] [19] [20] [21] . Considering the effect of partial shading, the PV source model adds power loss coefficients at the different shading ratios and forms [18] . Table 1 shows the values. Figure 2 illustrates the topology of a grid-connected PV power station with a fault on the 35-kV tie-line. T2 is the equivalent transformer, the impedance per unit value of T2 is equal to the box transformer, and the capacity of T2 is the sum of all box capacities in the station. Figure 2 illustrates the topology of a grid-connected PV power station with a fault on the 35-kV tie-line. T2 is the equivalent transformer, the impedance per unit value of T2 is equal to the box transformer, and the capacity of T2 is the sum of all box capacities in the station. The PV power station presents the characteristic of a voltage-controlled current source, and the positive-sequence component of a short-circuit current is injected into the network [22, 23] . The tie-line fault sequence network is shown in Figure 3 . The PV power station presents the characteristic of a voltage-controlled current source, and the positive-sequence component of a short-circuit current is injected into the network [22, 23] . The tie-line fault sequence network is shown in Figure 3 . The PV power station presents the characteristic of a voltage-controlled current source, and the positive-sequence component of a short-circuit current is injected into the network [22, 23] . The tie-line fault sequence network is shown in Figure 3 .
Fault sequence network for the fault on the tie-line.
In Figure 3 , S E is the system power supply; and 
Fault-Calculation Model of PV-Collector Lines
When a fault occurs on the collector line inside a PV power station, the two assumptions of the tie-line model are no longer true, and the entire PV station is no longer supposed to be equivalent to a power supply. A fault model of the collector line is illustrated by Figure 4 . In Figure 4 , the fault point is located on one section of cable ZCf of the PV collector line 1. The other (n − 1) collector lines are regarded as one controlled current source I(n−1)S, and the faulted collector line will be modeled in another way. Assuming that the m set of the 1-MW PV generation unit ranges from the start of the convergence bus to the faulted cable ZCf and that the n set of the 1-MW PV generation unit ranges from the faulted cable to the end of the convergence bus, they are In Figure 3 , E S is the system power supply; and U + S and I + S comprise the positive-sequence component of the voltage and short-circuit at the terminal of the PV power supply in the post-fault situation.
When a fault occurs on the collector line inside a PV power station, the two assumptions of the tie-line model are no longer true, and the entire PV station is no longer supposed to be equivalent to a power supply. A fault model of the collector line is illustrated by Figure 4 .
The PV power station presents the characteristic of a voltage-controlled current source, and the positive-sequence component of a short-circuit current is injected into the network [22, 23] . The tie-line fault sequence network is shown in Figure 3 .
When a fault occurs on the collector line inside a PV power station, the two assumptions of the tie-line model are no longer true, and the entire PV station is no longer supposed to be equivalent to a power supply. A fault model of the collector line is illustrated by Figure 4 . In Figure 4 , the fault point is located on one section of cable ZCf of the PV collector line 1. The other (n − 1) collector lines are regarded as one controlled current source I(n−1)S, and the faulted collector line will be modeled in another way. Assuming that the m set of the 1-MW PV generation unit ranges from the start of the convergence bus to the faulted cable ZCf and that the n set of the 1-MW PV generation unit ranges from the faulted cable to the end of the convergence bus, they are In Figure 4 , the fault point is located on one section of cable Z Cf of the PV collector line 1. The other (n − 1) collector lines are regarded as one controlled current source I (n−1)S , and the faulted collector line will be modeled in another way. Assuming that the m set of the 1-MW PV generation unit ranges from the start of the convergence bus to the faulted cable Z Cf and that the n set of the 1-MW PV generation unit ranges from the faulted cable to the end of the convergence bus, they are then equivalent to an mMW controlled current source I mS and an nMW controlled current source I nS (m + n = 10), respectively. The entire system is described as a multi-source network, and the collector line fault sequence network is shown in Figure 5 . then equivalent to an mMW controlled current source ImS and an nMW controlled current source InS (m + n = 10), respectively. The entire system is described as a multi-source network, and the collector line fault sequence network is shown in Figure 5 . When the connection mode of the step-up transformer T1 is Yg/d, as is the 35-kV side for the triangular winding, then the zero-sequence network is divided into two parts: the 35-kV side and the 110-kV side. However, the zero-sequence impedance of the grounding transformer Tg on the 35-kV side only stays in the zero-sequence network. As a consequence, the zero-sequence integrated impedance is not related to the system impedance (mode of operation) and the zero-sequence impedance of the step-up transformer.
General Nature of the Fault Model
The two above PV power-supply models are characterized by the same general nature. When the capacity of a PV power station is n × PMW (including n pairs of PMW collector lines), some adjustments must be made:
(1) The maximum capacity of a PV power-supply model with a fault on the tie-line must be n × PMW. (2) The capacity of three power supplies in the collector-line model are the following: the collector line power supply without a fault is (n − 1) × PMW, and the two collector line power supplies with a fault are mMW and nMW (m + n = P).
Analysis of the Ground Fault
Short-Circuit Calculation Principle
Traditional power system fault analysis usually uses the nodal voltage equation method: YnUn = Jn, where Un is the nodal voltage, Yn = AYA T the nodal admittance matrix, A the correlation matrix, and Y the branch admittance matrix. Jn = AIS − AYUS is the node-injected current generated by the independent power supply, IS the independent current source, and US the independent voltage source.
For the controlled current source in the branch, the branch admittance Y must be modified, i.e., the voltage control current source (VCCS) in the kth branch, which is controlled by the voltage of the passive component Uj in the jth branch; thus, gkj should be added to the element of row k and column j in Y.
The mathematical model of a PV-controlled current source with a LVRT control strategy is given by [24] as follows: When the connection mode of the step-up transformer T1 is Yg/d, as is the 35-kV side for the triangular winding, then the zero-sequence network is divided into two parts: the 35-kV side and the 110-kV side. However, the zero-sequence impedance of the grounding transformer Tg on the 35-kV side only stays in the zero-sequence network. As a consequence, the zero-sequence integrated impedance is not related to the system impedance (mode of operation) and the zero-sequence impedance of the step-up transformer.
General Nature of the Fault Model
Analysis of the Ground Fault
Short-Circuit Calculation Principle
Traditional power system fault analysis usually uses the nodal voltage equation method: Y n U n = J n , where U n is the nodal voltage, Y n = AYA T the nodal admittance matrix, A the correlation matrix, and Y the branch admittance matrix. J n = AI S − AYU S is the node-injected current generated by the independent power supply, I S the independent current source, and U S the independent voltage source.
For the controlled current source in the branch, the branch admittance Y must be modified, i.e., the voltage control current source (VCCS) in the kth branch, which is controlled by the voltage of the passive component U j in the jth branch; thus, g kj should be added to the element of row k and column j in Y.
The mathematical model of a PV-controlled current source with a LVRT control strategy is given by [24] as follows:
Energies 2017, 10, 1910 6 of 18 IIDG should prioritize the provision of reactive power support after the grid fault. Considering the demand of the dynamic reactive power of IIDG [25] and the inverter capacity constraint during LVRT, the active and reactive power reference values of a PV power supply can be calculated as
where η = |U S + I max |/|U n I n | is the capacity factor of the PV inverter after the fault; U S + is the positive-sequence component of the terminal voltage of the PV power supply; and I max = kI n is the maximum allowable current for the inverter; a typical value of k is 1.5 [26] . S n , U n , and I n are the rated capacity, voltage, and current of the PV inverter, respectively; k q is the coefficient of reactive support; and P 0 * and Q 0 * are the reference values of the active and reactive power, respectively, under normal operation.
As can be seen from Equation (1), g kj cannot simply be obtained from the complex non-linear relationship between the output current and voltage of the PV power supply. If the PV power supply is treated as an independent source, and inserted into J n without any modification of Y and Y n , it will cause an unpredictable error in the result.
Therefore, for the fault analysis of a PV power station, the method presented in this paper builds the branch equations of the power network directly and solves them in alternating iterations.
Without a loss of generality, as shown in Figure 6 , the grid-connected system of multiple PV power stations is analyzed as an example.
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Without a loss of generality, as shown in Figure 6 , the grid-connected system of multiple PV power stations is analyzed as an example. transformer T1 and T2 on-site; and they then access the power grid through L1 and L2, respectively. The neutral point for the 35-kV side of T1 is grounded by a resistance Rg1, and the neutral point created by Tg is grounded by Rg2.
Analysis of Tie-Line Ground Fault
When the fault occurs on the tie-line L3, all PVPSs meet the two assumptions in Section 2.2, equivalent to three PV power supplies PV1, PV2, and PV3, respectively.
In Figure 7 , T PV1 , T PV2 , and T PV3 are all equivalent transformers, and the equivalence principle is the same as that for T2 in Figure 2 . Figure 8 shows the composite sequence network for a single-phase ground short-circuit obtained from the boundary conditions.
Energies 2017, 10, 1910 7 of 18 Figure 6 shows three photovoltaic power stations (PVPSs). Through a section of the 35-kV tie-line L3, PVPS1 is sent to the step-up transformer T1; PVPS2 and PVPS3 are connected with the step-up transformer T1 and T2 on-site; and they then access the power grid through L1 and L2, respectively. The neutral point for the 35-kV side of T1 is grounded by a resistance Rg1, and the neutral point created by Tg is grounded by Rg2.
In Figure 7 , TPV1, TPV2, and TPV3 are all equivalent transformers, and the equivalence principle is the same as that for T2 in Figure 2 . Figure 8 shows the composite sequence network for a single-phase ground short-circuit obtained from the boundary conditions. 
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Equation (4) can be also derived as follows: 
, and Z ∑ 2 and Z ∑ 0 are the negativeand zero-sequence integrated impedance, respectively. The loop-current equations can be obtained by the loop-current method as follows:
T , in the equations, which correspond to 13 equations and thus are solvable.
Owing to the impact of the control strategy on a PV power supply, the non-linear coupling relationship between terminal voltage and output current, resulting in non-linear equations, cannot be solved by linear analysis. The Newton-Raphson iterative method is adopted in this paper, where the convergence accuracy is 1 × 10 −5 .
Analysis of Collector-Line Ground Fault
When a fault occurs on the collector line in the PVPS3 station, PVPS1 and PVPS2 also meet the two assumptions, but PVPS3 is equivalent to three PV sources, as shown in Figure 9 . Owing to the impact of the control strategy on a PV power supply, the non-linear coupling relationship between terminal voltage and output current, resulting in non-linear equations, cannot be solved by linear analysis. The Newton-Raphson iterative method is adopted in this paper, where the convergence accuracy is 1 × 10 −5 .
When a fault occurs on the collector line in the PVPS3 station, PVPS1 and PVPS2 also meet the two assumptions, but PVPS3 is equivalent to three PV sources, as shown in Figure 9 . The composite sequence network for a two-phase ground short-circuit obtained from the boundary conditions is shown in Figure 10 . The composite sequence network for a two-phase ground short-circuit obtained from the boundary conditions is shown in Figure 10 . power supplies and is equal to 1, 2, and 3. There are three PV power supplies, each of which has its own positive current, active, and reactive power equations and, combined with Equation (5), the equation for the single-phase-to ground fault is obtained. Obviously, there are 13 unknowns,
, in the equations, which correspond to 13 equations and thus are solvable.
When a fault occurs on the collector line in the PVPS3 station, PVPS1 and PVPS2 also meet the two assumptions, but PVPS3 is equivalent to three PV sources, as shown in Figure 9 . The composite sequence network for a two-phase ground short-circuit obtained from the boundary conditions is shown in Figure 10 . 
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and thus are solvable.
Analysis of the Fault Characteristic and Impact on Protection
Based on the ground-fault analysis method, this section discusses further the general rule of the short-circuit current characteristic with the fault type, the photovoltaic capacity, the fault location, the grounding resistance of the neutral point, and the possible influence on grid protective actions.
To indicate the analytical result clearly, a case study of the typical network, shown in Figure 6 , is required. The control parameters are k q = 1, P 0 * = 0.8 p.u., and Q 0 * = 0.6 p.u. [24] , and the other parameters are given in the Appendix A.
Fault Characteristic of the PV Power Supply
Case 1: The fault occurs at the end of L3 (bus N). Figure 11 shows the change of the PV source output current values with the variation of PV1 capacity (S n PV1 ) and Rg1 under the condition that the ground fault occurs at the L3 end.
The capacity range of PVPS1 is 10-30 MW, that of PVPS2 and PVPS3 is 10-200 MW, and the range of Rg1 and Rg2 is 10-200 Ω. Figure 11a indicates that the main effect of the PV1 output current |I PV1 | is from the capacity of the PV1 power supply. As the capacity of the PV1 power supply, S n PV1 , becomes smaller, |I PV1 | decreases dramatically. In terms of ground-fault type, the output current with a two-phase grounding fault is larger than that with a single-phase grounding fault, because the terminal voltage of the PV power supply with two-phase decreases more substantially. The influence of neutral grounding resistance on the output current of a PV power supply with single-phase grounding is larger than that with two-phase grounding, which reflects the difference between a series fault and a parallel fault. Figure 11b -d shows that the pre-unit output current is always controlled to be within the allowable range (1.5 times the rated current) under the inverter LVRT control strategy, whether a single-phase or two-phase grounding fault occurs. It is also noted that the output pre-unit current of different PV power supplies decreases gradually with the increase of S n PV1 , which indicates that each PV power supply in the grid-connected system upon an increase of the total capacity of the PV source could provide more reactive power support when the fault voltage drops in the grid (LVRT is more capable).
Located at the far end of the fault, the changes in fault conditions hardly affect the output current of the PV source, especially across the transformer; as with PV3, the change of each dimension is within 4 . By contrast, the parameter change greatly affects the PV sources that all exhibit the same change trend. In general, the closer the PV source is to the point of the grounding fault, the greater the effect of the fault conditions on the fault output current, and the more likely the fault current will be close to the maximum output current of the inverter.
Considering the effect of partial shading on PV1, the PV1 output current values of the shading ratio are shown in Table 2 . (S n PV1 = 30 MW, S n PV2 = 50 MW, S n PV3 = 100 MW, Rg1 = 20 Ω).
To indicate the analytical result clearly, a case study of the typical network, shown in Figure 6 , is required. The control parameters are kq = 1, P0 * = 0.8 p.u., and Q0 * = 0.6 p.u. [24] , and the other parameters are given in the Appendix A.
Case 1: The fault occurs at the end of L3 (bus N). Figure 11 shows the change of the PV source output current values with the variation of PV1 capacity (Sn PV1) and Rg1 under the condition that the ground fault occurs at the L3 end.
The capacity range of PVPS1 is 10-30 MW, that of PVPS2 and PVPS3 is 10-200 MW, and the range of Rg1 and Rg2 is 10-200 Ω. Figure 11a indicates that the main effect of the PV1 output current |IPV1| is from the capacity of the PV1 power supply. As the capacity of the PV1 power supply, Sn PV1, becomes smaller, |IPV1| decreases dramatically. In terms of ground-fault type, the output current with a two-phase grounding fault is larger than that with a single-phase grounding fault, because the terminal voltage of the PV power supply with two-phase decreases more substantially. The influence of neutral grounding resistance on the output current of a PV power supply with single-phase grounding is larger than that with two-phase grounding, which reflects the difference between a series fault and a parallel fault. As seen from Table 2 , PV1 output current value |I PV1 | reaches maximum without shading, and this value is decreased with the increase in shading ratio. Based on this table, |I PV1 | decreases from 700.07 A to 12.41 A. The shading ratio and shading shape have a significant effect on the output current of PV sources.
Case 2: The fault occurs at the end of one collector line in the PVPS3 station. When a ground fault occurs at the end of the collector line in the PVPS3 station, the change characteristics of the different PV power supply output currents with respect to the capacity of the PV2 power supply, (S n PV2 ), and Rg2 can be obtained through the simulation example.
The PV source current characteristics of the collector fault are consistent with the fault of the tie-line. With the increase of PV2 power capacity S n PV2 , the total capacity of the PV source increases the fault ride-through ability of all the PV sources in the grid-connected system. Therefore, the fault output current per-unit value of PV1 to PV5 is slightly reduced.
Similarly, the difference between single-phase and two-phase faults of the PVs, which are far from the point of a grounding fault, is quite small. Moreover, the PVs near the fault point, especially the two-phase fault currents of PV4 and PV5 on the fault collector line, are close to the maximum allowable output current. Table 3 shows the zero sequence current values with the variation of shading ratio and shading shape under the condition that the ground fault occurs at the L3 end. Table 3 shows that the zero-sequence current is almost unaffected by the partial shading, since that PV power supply cannot directly output a zero-sequence current. Minor changes come from the variation of integrated electromotive force caused by a PV source under the different shading ratios.
Fault Characteristics of Zero-Sequence Current
As the fault location moves from the start (bus M) to end (bus N) of the tie-line L3, the change characteristics of the zero-sequence current with a different fault position and the neutral point grounding resistance Rg1 is analyzed in Figure 12 . Table 3 shows that the zero-sequence current is almost unaffected by the partial shading, since that PV power supply cannot directly output a zero-sequence current. Minor changes come from the variation of integrated electromotive force caused by a PV source under the different shading ratios.
As the fault location moves from the start (bus M) to end (bus N) of the tie-line L3, the change characteristics of the zero-sequence current with a different fault position and the neutral point grounding resistance Rg1 is analyzed in Figure 12. (a) (b) Figure 12 . Characteristics of the zero-sequence current |I0| with respect to the fault location and Rg1. (a) Change surface of the zero-sequence current |I0| with respect to the fault location and Rg1; (b) change curve of the zero-sequence current |I0| with respect to the fault location at the different Rg1 condition.
The zero-sequence currents with the single-phase grounding fault and the two-phase grounding fault [27] are calculated as The zero-sequence currents with the single-phase grounding fault and the two-phase grounding fault [27] are calculated as
where Z ∑ 0 consists of 3Rg1, Rg1 ∈(10,200), so |I 0.S | is larger than |I 0.T |, and when Rg1 is large enough, Z ∑ 1 = Z ∑ 2 << Z ∑ 0 and |I 0.S | ≈ 2|I 0.T |; this law is also reflected in Figure 12 . Figure 12a shows that the zero-sequence current decreases as Rg1 increases. When Rg1 is small, as the fault location moves from the start to the end of L3, |I 0 | decreases, while Rg1 increases, and the change speed of |I 0 | is slowed gradually with the same movement of the fault location. Figure 12b is Energies 2017, 10, 1910 13 of 18 drawn in order to clearly describe this phenomenon: When Rg1 = 10 Ω, the curve of |I 0 | decreases significantly; when Rg1 = 30 Ω, the curve decreases very slowly, and is almost horizontal when Rg1 = 50 Ω; when Rg1 = 100 Ω, the curve of |I 0 | increases slightly. The data are shown in Table 4 . It can be seen clearly that when Rg1 = 10 Ω, with the fault moving from the start to the end of the tie-line L3, the variation trend of the zero-sequence current is |I 0 Start |>|I 0 Middle |>|I 0 End |. When Rg1 = 100 or 200 Ω, |I 0 Start |<|I 0 Middle |<|I 0 End |. The following specific analysis reveals the reasons why the zero-sequence current changes bidirectionally under different Rg1 values.
When a fault occurs in the grid, the voltage at the point of common coupling (PCC) of the PV power supply decreases. The inverter combines the instantaneous network fault state, the security constraints, and the LVRT control strategy to adjust the output current in order to track the reference current. The fault response speed of the inverter is within milliseconds, and the fault steady state is achieved. At t 0+ time, the system power supply is considered to be a constant voltage source, and the PV power supply reaches a relative balance; thus, it is considered a constant current source as well. Then, . E ∑ in (7) is the integrated equivalent power supply of the system power and PV power supplies shown in Figure 13 .
where ∑0 Z consists of 3Rg1, Rg1 ∈ (10,200), so 0.S I is larger than 0.T I , and when Rg1 is large
I ; this law is also reflected in Figure 12 . Figure 12a shows that the zero-sequence current decreases as Rg1 increases. When Rg1 is small, as the fault location moves from the start to the end of L3, |I0| decreases, while Rg1 increases, and the change speed of |I0| is slowed gradually with the same movement of the fault location. Figure  12b is drawn in order to clearly describe this phenomenon: When Rg1 = 10 Ω, the curve of |I0| decreases significantly; when Rg1 = 30 Ω, the curve decreases very slowly, and is almost horizontal when Rg1 = 50 Ω; when Rg1 = 100 Ω, the curve of |I0| increases slightly. The data are shown in Table 4 . It can be seen clearly that when Rg1 = 10 Ω, with the fault moving from the start to the end of the tie-line L3, the variation trend of the zero-sequence current is |I0 Start|>|I0 Middle|>|I0 End|. When Rg1 = 100 or 200 Ω, |I0 Start|<|I0 Middle|<|I0 End|. The following specific analysis reveals the reasons why the zero-sequence current changes bidirectionally under different Rg1 values.
When a fault occurs in the grid, the voltage at the point of common coupling (PCC) of the PV power supply decreases. The inverter combines the instantaneous network fault state, the security constraints, and the LVRT control strategy to adjust the output current in order to track the reference current. The fault response speed of the inverter is within milliseconds, and the fault steady state is achieved. At t0+ time, the system power supply is considered to be a constant voltage source, and the PV power supply reaches a relative balance; thus, it is considered a constant current source as well. Then,  ∑ E in (7) is the integrated equivalent power supply of the system power and PV power supplies shown in Figure 13 . Using the superposition theorem, at t 0+ time, the equivalent power supplies E 1 , E 2 , E 3 , and E 4 with the fault on the K 1 point are obtained by assuming that the system power and PV sources work separately; then,
The system power supply is considered a constant voltage source, so .
E S , and the equivalent of a PV current source is shown in Figure 14 . Using the superposition theorem, at t0+ time, the equivalent power supplies E with the fault on the K1 point are obtained by assuming that the system power and PV sources work separately; then,
The system power supply is considered a constant voltage source, so =  
1 S E E , and the equivalent of a PV current source is shown in Figure 14 . Figure 14 . Equivalent network of PV1 current source.
As shown in Figure 14 , 
Thus, the zero-sequence current with the single-phase grounding fault can be expressed as
As the fault location moves on the tie-line L3, only PV1 Z (containing ,
where As shown in Figure 14 ,
As the fault location moves on the tie-line L3, only Z PV1 (containing Z 
where
. When Rg1 changes, three conclusions can be reached:
5 , and then
that is, |I 0.S Start | > |I 0.S Middle | > |I 0.S End |. The neutral grounding resistance mainly affects the zero-sequence current, which decreases with increasing resistance value. The PV current source will increase the system's integrated electromotive force; in general, the integration of a PV power supply facilitates the increase of the zero-sequence current. The larger the capacity of the PV power supply, the more obvious the effect on the increase of the zero-sequence current. This may result in a malfunction of the zero-sequence protection device and in a loss of selectivity.
Affected by the neutral grounding resistance, the zero-sequence current exhibits a bidirectional change characteristic with respect to the fault location, and this kind of proportional relation may lead to a malfunction of the zero-sequence protection set by the traditional method. Meanwhile, when the neutral grounding resistance is large, the curve of the zero-sequence current varies gently with respect to the fault position, which leads to a loss of protection sensitivity.
Fault Characteristics of the Phase Current
When a ground fault occurs at different locations on the tie-line L3, the fault characteristics of the phase current are as shown in Figure 15 . is added, the phenomenon of zero-sequence current reversal appears earlier.
The neutral grounding resistance mainly affects the zero-sequence current, which decreases with increasing resistance value. The PV current source will increase the system's integrated electromotive force; in general, the integration of a PV power supply facilitates the increase of the zero-sequence current. The larger the capacity of the PV power supply, the more obvious the effect on the increase of the zero-sequence current. This may result in a malfunction of the zero-sequence protection device and in a loss of selectivity.
When a ground fault occurs at different locations on the tie-line L3, the fault characteristics of the phase current are as shown in Figure 15 . Figure 15 shows that the fault phase current through the tie-line will gradually decrease with the fault location from the start to the end of L3, whether a single-phase or two-phase grounding fault occurs.
Simultaneously, it can clearly be seen from the figure that the phase current with a two-phase grounding fault changes with the position of the fault, and is less affected by Rg1. Obviously, however, the phase current with a single-phase grounding fault changes only if Rg1 is small.
After analyzing the reason for the previous scenario, the phase current with a single-phase grounding fault [27] is
From (11), when Rg1 is small, the zero-and the positive-sequence integrated impedance are still the same order of magnitude, so obviously the change of the line impedance caused by the movement of the fault location can also change the fault-phase current.
However, when Rg1 is large, Z ∑ 1 = Z ∑ 2 << Z ∑ 0 , so the line impedance caused by the fault location movement has less impact on the phase current.
The phase current with a two-phase grounding fault [27] is
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When Rg1 is large, Z ∑ 2 << Z ∑ 0 , and then
Therefore, the movement of the fault position always has a great influence on the fault phase current with a two-phase grounding fault regardless of the value of Rg1.
The neutral grounding resistance hardly affects the fault phase current with a two-phase grounding, and its change characteristic is similar to the system with ungrounded neutral resistance. As the fault location moves from the start to the end of the line, the phase current decreases gradually, which can eliminate the two-phase grounding fault using the traditional phase-to-phase current protection.
Conclusions
Based on the equivalent fault model of a PV power supply using a LVRT control strategy, this paper conducts research on a grid-connected PV power station with neutral grounding resistance. By considering the general rule of two types of lines (system tie-line and station collector line), it presents a comprehensive fault analysis model of multiple grid-connected PV power stations and the mathematical solution. From the perspective of the zero-sequence current characteristics and fault network, the utility of the proposed model and method is then proved by a simulation case study, especially under the exclusive operating mode of grid-connected PV stations with neutral grounding resistance. The proposed fault model features simple implementation for different grid topologies, PV station capacities, and fault types; and the results of simulations under different scenarios show general rules of short-circuit currents and the potential impact on grid protection with respect to the system parameters, especially the neutral grounding resistance. This can provide abundant information for engineers to gain a better understanding of the fault responses of PVs and to design improved protection for the stable operation of grid-connected PV systems.
